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NEWBERRY COUNTY
GALLMAN PLACE RENOVATION

540 BRANTLEY STREET
NEWBERRY, SC 29108

Seal
NUMBER SHEET NAME SHEEXT'ESUE
A. THE TERM "WORK" AS USED IN THESE NOTES SHALL INCLUDE ALL PROVISIONS AS DRAWN OR SPECIFIED IN THESE DOCUMENTS AS WELL AS ALL OTHER
PROVISIONS SPECIFICALLY INCLUDED BY THE OWNER IN THE FORM OF DRAWINGS, SPECIFICATIONS, AND WRITTEN INSTRUCTIONS AND APPROVED BY
THE ARCHITECT. TITLE
T1.01 |TITLE SHEET | 5/19/26
B. THE TERM "CONTRACTOR" AS USED IN THESE NOTES SHALL REFER TO THE GENERAL CONTRACTOR OR TO THE SUB-CONTRACTORS. THE OWNER MAY
ELECT TO CONTRACT DIRECTLY WITH A SUB-CONTRACTOR FOR ANY PART OF THE WORK.
LIFE SAFETY
C. SCOPE OF WORK: THE CONTRACTOR SHALL INCLUDE AND PROVIDE ALL LABOR, MATERIALS, EQUIPMENT, TRANSPORTATION, AND PAY ALL EXPENSES LS1.01 CODE REVIEW 5/19/26
INCURRED IN THE PROPER COMPLETION OF WORK UNLESS SPECIFICALLY NOTED TO BE THE WORK OF OTHERS. CONTRACTOR SHALL PERFORM ALL LS1.02 LIFE SAFETY PLAN - MAIN LEVEL 5/19/26
WORK NECESSARY FOR PRODUCING A COMPLETE, HABITABLE PROJECT, INCLUDING BUT NOT LIMITED TO SITE WORK, ARCHITECTURAL, STRUCTURAL,
FIRE PROTECTION, PLUMBING, HVAC, AND ELECTRICAL. CIVIL
D. BEFORE CONSTRUCTION BEGINS, THE CONTRACTOR SHALL VISIT THE SITE TO VERIFY ALL EXISTING DIMENSIONS AND CONDITIONS AND SHALL NOTIFY G-001 COVER SHEET 5/19/26
THE ARCHITECT, IN WRITING, OF ANY DISCREPANCIES BEFORE PROCEEDING WITH THE WORK AND SHALL BE RESPONSIBLE FOR SAME. G-002 GENERAL NOTES AND LEGEND 5/19/26
E. IF THE CONTRACT DOCUMENTS ARE FOUND TO BE UNCLEAR, AMBIGUOUS OR CONTRADICTORY, THE CONTRACTOR MUST REQUEST CLARIFICATION CIVIL
FROM THE ARCHITECT IN WRITING BEFORE PROCEEDING WITH THAT PART OF THE WORK. CD-101 _ |DEMOLITION & ESC PLAN 519726
F. IF A CONDITION EXISTS THAT REQUIRES OBSERVATION OR ACTION BY THE ARCHITECT, OR OTHER DESIGN PROFESSIONAL, THE CONTRACTOR SHALL
NOTIFY THE ARCHITECT. CIVIL
C-101 EXISTING CONDITIONS PLAN 5/19/26
G. CONTRACTOR SHALL BE FAMILIAR WITH PROVISIONS OF ALL APPLICABLE CODES AND SHALL ENSURE THE COMPLIANCE OF THE WORK WITH ALL LOCAL, C-102 SITE LAYOUT AND UTILITY PLAN 5/19/26 28 MAY 2026
STATE AND FEDERAL CODES, TRADE STANDARDS AND MANUFACTURER'S RECOMMENDATIONS. IN THE EVENT OF CONFLICT BETWEEN LOCAL, STATE C103 GRADING PLAN 5/19/26
AND NATIONAL CODES, THE MORE STRINGENT SHALL GOVERN. BEFORE COMMENCING WORK NOT SHOWN IN DOCUMENTS, BUT REQUIRED TO ACHIEVE 501 = SC DETAILS 119126
FULL COMPLIANCE WITH CODES, CONTRACTOR SHALL NOTIFY ARCHITECT. -
C-502 SITE DETAILS 5/19/26
H. THESE DOCUMENTS DO NOT INCLUDE THE NECESSARY COMPONENTS FOR CONSTRUCTION SAFETY. SAFETY, COMPLIANCE WITH STATE AND FEDERAL C-503 UTILITY DETAILS 5/19/26
REGULATIONS REGARDING SAFETY AND COMPLIANCE WITH REQUIREMENTS SPECIFIED IN THE OWNER/CONTRACTOR CONTRACT IS, AND SHALL BE, THE
CONTRACTOR'S RESPONSIBILITY. ARCHITECTURE
. CONTRACTOR SHALL PAY ALL TAXES, SECURE ALL PERMITS AND PAY ALL FEES INCURRED IN THE COMPLETION OF THE PROJECT. AD1.01 _ |DEMOLITION PLAN 5/19/26
AD2.01 DEMOLITION REFLECTED CEILING PLAN - MAIN LEVEL 5/19/26
J. THE CONTRACTOR SHALL UNCONDITIONALLY WARRANTY ALL MATERIALS, AND WORKMANSHIP FURNISHED OR INSTALLED BY HIM OR HIS
SUBCONTRACTORS FOR A PERIOD OF ONE (1) YEAR FROM DATE OF ACCEPTANCE AND SHALL REPLACE ANY DEFECTIVE WORK WITHIN THAT PERIOD . e A ;, NORT ARCHITECTURE
WITHOUT EXPENSE TO THE OWNER AND PAY FOR ALL DAMAGES TO OTHER PARTS OF THE BUILDING RESULTING FROM DEFECTIVE WORK OR ITS REPAIR. A101 NOTED AND DIMENSIONED FLOOR PLANS 5/19/26 ARCHITECTS
THE CONTRACTOR SHALL REPLACE DEFECTIVE WORK WITHIN A REASONABLE, AGREED UPON TIME FRAME, AFTER IT IS BROUGHT TO HIS ATTENTION. 22.01 REFLECTED CEILING PLANS 5119126
K. THE CONTRACTOR SHALL AT ALL TIMES KEEP THE PREMISES FREE FROM ACCUMULATION OF WASTE MATERIALS AND RUBBISH AND AT THE COMPLETION FLOOR PLAN ALTERNATES A3.01 ENLARGED RESTROOM PLANS AND ACCESSORY SCHEDULE 5/19/26
OF THE WORK THE CONTRACTOR SHALL REMOVE ALL RUBBISH, IMPLEMENTS, AND SURPLUS MATERIALS AND LEAVE THE BUILDING IN NEW AND CLEAN A3.02 ENLARGED RESTROOM PLANS AND ACCESSORY SCHEDULE 5/19/26 ,
CONDITION. 1/64" = 1'-0" A3.03 ENLARGED KITCHEN PLAN AND EQUIPMENT SCHEDULE 5/19/26 5 Dti’?v' Af_ChéthtSt, Iétd"t 400
A. ALTERNATE NO. 1: KITCHEN EQUIPMENT AND EXTENDED MEP SCOPE FROM TIE- A3.04 ENLARGED LOBBY PLAN, ELEVATION, AND DETAILS Oclaj aylrlm é%eé96%|1e
L. CONTRACTOR IS TO PROVIDE TO THE OWNER A LIST OF ALL SUBCONTRACTORS USED, COMPLETE WITH ADDRESSES, PHONE NUMBERS AND COPIES OF IN POINTS A0 EXTERIOR ELEVATIONS 5119726 reenville,
ALL WARRANTIES AND OPERATIONS AND MAINTENANCE MANUALS. 1. BASE BID ITEM: PERFORM ALL DEMOLITION AND NEW WORK TO PREPARE : 864.232.8200
SPACE FOR FUTURE KITCHEN EQUIPMENT, INCLUDING TIE-INS. A10.01 DOOR AND HARDWARE SCHEDULE 5/19/26 www.DP3architects.com
2. ALTERNATIVE ITEM: KITCHEN EQUIPMENT AND ASSOCIATED MECHANICAL, A10.02 WINDOW AND STOREFRONT LEGEND 5/19/26
- ELECTRICAL, AND PLUMBING SYSTEMS EXTENDED FROM TIE-IN POINTS. A12.01 FINISH AND FURNITURE PLAN, LEGEND AND SCHEDULE 5/19/26
COORDINATION OF WORK REFER TO SHEET A3.03 ENLARGED KITCHEN PLAN AND EQUIPMENT
SCHEDULE, MECHANICAL DRAWINGS, ELECTRICAL DRAWINGS, AND
PLUMBING DRAWINGS. PLUMBING Project
ALL NOTES APPLY TO ALL DRAWINGS AND ALL TRADES. IT IS THE RESPONSIBILITY OF ALL CONTRACTORS AND SUB-CONTRACTORS TO COORDINATE THE g~ PD1.01  |PLUMBING DEMOLITION PLAN | 5/19/26
INSTALLATION OF THEIR WORK WITH THE INSTALLATION OF WORK BY ALL OTHER CONTRACTORS AND SUB-CONTRACTORS. THE REQUIREMENTS OF THE Fj BN B. ALTERNATE NO. 2: RELOCATION OF WATER SERVICE
DRAWINGS, GENERAL REQUIREMENTS, AND ALL ITEMS OF THE CONTRACT DOCUMENTS ARE EQUALLY BINDING ON ALL CONTRACTORS AND SUB- | N LIMITS OF INTERIOR WORK 1. BASE BID ITEM: EXISTING WATER SERVICE TO REMAIN. PLUMBING
CONTRACTORS. EACH CONTRACTOR IS REQUIRED TO MAINTAIN FULL SETS OF THE CONTRACT DOCUMENTS FOR HIS EMPLOYEE'S USE ON THE PROJECT 1 | 2. ALTERNATIVE ITEM: WATER SERVICE TAP AS SHOWN ON DRAWING C-102. P0.01 PLUMBING LEGEND AND NOTES 5/19/26
AND ASSURE THAT ALL WORK IS PROPERLY COORDINATED AND INSTALLED WITH THE WORK OF OTHER CONTRACTORS AND SUB-CONTRACTORS. I 169191950 : 21 9:0:9 50.02 BLUMBING SCHEDULES 5119126
C. ALTERNATE NO. 3: ACCESSIBLE PARKING UPGRADES 0. SLUMBING DETAILS o
CONTRACTOR SHALL SUPERVISE AND DIRECT THE WORK AND SHALL BE SOLELY RESPONSIBLE FOR ALL CONSTRUCTION MEANS, METHODS, TECHNIQUES < 1. BASE BID ITEM: CONCRETE ADA RAMP AND HANDRAILS TO BE 0.03 U 5/19/26
AND SAFETY PROCEDURES AND FOR COORDINATING ALL PORTIONS OF THE WORK. L CONSTRUCTED. P1.02 PLUMBING SANITARY AND VENT MAIN LEVEL PLAN 5/19/26
= 2. ALTERNATIVE ITEM: ACCESSIBLE PARKING UPGRADES AS SHOWN ON P2.02 PLUMBING DOMESTIC WATER MAIN LEVEL PLAN 5/19/26
1395 T DRAWING C-102. P3.01 PLUMBING NATURAL GAS LOWER LEVEL PLAN 5/19/26
InAl Gl
Gl & A% %5 ? I gﬁﬁ [ J D. ALTERNATE NO. 4: CORRIDOR AND CLASSROOM FLOOR FINISH Ei‘gf gtgmg:mg gﬁl:gg'ég/;f A'\:'\IAS'N LEVEL PLAN gﬂggg
PROJECT SCOPE RS . HAROSLS KRS S ‘ 1. BASE BID ITEM: ALL CORRIDOR AND CLASSROOM FLOORING TO BE SEALED :
RS x XK S TR CONCRETE SC1. REFER TO FINISH SCHEDULE. P4.02 PLUMBING PLANS - ALTERNATE 1 KITCHEN EQUIPMENT 5/19/26
\ 2. ALTERNATIVE ITEM: ALL CORRIDOR AND CLASSROOM FLOORING TO BE P5.01 PLUMBING SANITARY AND VENT RISER DIAGRAM 5/19/26
THE SCOPE OF THE PROJECT IS A RENOVATION OF APPROXIMATELY 12,000 SF OF THE EXISTING 50,000 SF HIGH SCHOOL FOR A COMMUNITY CENTER. THIS | LUXURY VINYL TILE LVT1. REFER TO FINISH SCHEDULE. P5.02  |PLUMBING DOMESTIC WATER RISER DIAGRAM 5/19/26
INCLUDES: UPGRADES TO EXISTING ELECTRICAL SYSTEM INCLUDING NEW PANELBOARDS, UPGRADES TO EXISTING CLASSROOM LIGHTING AND HVAC (WALL RN ‘ £ ALTERNATE NO. 5 KITCHEN FLOOR FINISH P5.03 PLUMBING NATURAL GAS RISER DIAGRAM 5/19/26
UNITS), RESTROOM RENOVATIONS FOR ACCESSIBLITY COMPLIANCE, UPGRADES TO THE EXISTING KITCHEN AND CAFETERIA LIGHTING AND HVAC (WALL DRSS - et
UNITS), UPGRADES TO LIFE SAFETY LIGHTING AND FIRE ALARM SYSTEMS, AND NEW ACCESSIBLE PARKING SPACES AT STREET AND AN ACCESSIBLE ROUTE m_%g%gt “‘ ﬂ | | " |131A 3S E\E‘Ig SILE\QL\E(Q%ESGFE ?%R TOREMANINIITEHER 112 DRY STORAGE FIRE PROTECTION NEWBERRY COUNTY
To THE BUILDING. - P 2. ALTERNATIVE ITEM: FLOOR FINISH IN KITCHEN 112, DRY STORAGE 113, AND FP0.01 FIRE PROTECTION NOTES AND DETAILS 5/19/26 GALLMAN PLACE
STRUCTURAL REPAIR DESIGN OF UNKNOWN CONDITIONS IS EXCLUDED. [ JIIIED
SUPPLY/STORAGE 115 TO BE VINYL FLOORING VF1. REFER TO FINISH FP1.01 FIRE PROTECTION CRITERIA LOWER LEVEL PLAN 5/19/26
PROJECT SIGN SCHEDULE. FP1.02 FIRE PROTECTION CRITERIA MAIN LEVEL PLAN 5/19/26 RENOVATION
MECHANICAL
, 8'-0" MD1.01  [MECHANICAL DEMOLITION PLAN | 5/19/26 Project Number 23234 -B
DRAWING SYMBOL LEGEND 7 NOTES: orawn By LIS
5 e ] —_— MECHANICAL Checked By MTP
| PROJECT TITLE
N | Loso | cir,srare | 1. GC TO PROVIDE AND INSTALL ONE PROJECT Mo.01  |[MECHANICAL LEGEND AND NOTES S/19/26 Date 28 MAY 2026
1 SIGN. LOCATIONS TO BE DETERMINED IN FIELD. M0.02 MECHANICAL SCHEDULES 5/19/26
N — ] VERIFY LOCATION WITH OWNER. MO0.03 MECHANICAL DETAILS 5/19/26 Revisions
ABC LEVEL / . OBTAIN IMAGE 2. PROJECT SIGN TO REMAIN PROMINENTLY MO0.04 MECHANICAL DETAILS 5/19/26
—_ = ? C —~ 1
1 0 1 ELEVATION TAG > )T@ ELEVATION NOTE TAG 101 DOORTAG 2 | RENDERING HERE FROM DP3 DISPLAYED DURING ENTIRE CONSTRUCTION M1.01 MECHANICAL LOWER LEVEL PLAN 5/19/26
-ﬁ' .
; | P.T 2x4 ERAME BUILDING OCCUPIED AND OPEN FOR BUSINESS. M1.02 MECHANICAL MAIN LEVEL PLAN 5/19/26
1 - | | ONBACK 3. SIGN PAINTED ON 3/4" EXTERIOR PLYWOOD. M2.02 MECHANICAL MAIN LEVEL PIPING PLAN 5/19/26
e ——E— LETTER STYLE AND PLACEMENT SHOULD BE M3.02 MECHANICAL MAIN LEVEL PLAN - ALTERNATE 1 KITCHEN EQUIPMENT 5/19/26
SIM [ | SIMILAR TO THAT SHOWN. M6.01 MECHANICAL ALTERNATE 1 HOOD DRAWINGS 5/19/26
SECTION TAG /1 REVISION TAG MATERIAL TAG 1 WALL TAG 5 | conracton DP3 | 060 4. ZEEI\D/'EDDE }SEK#QSTNLFTTESTED WOOD POSTS AS M6.02 MECHANICAL ALTERNATE 1 HOOD DRAWINGS 5/19/26
w K ONTRACTO! ARCHITECTS DP3 LOGO. : : M6.03 MECHANICAL ALTERNATE 1 HOOD DRAWINGS 5/19/26
< | e 1~ OBTAIN FROM
= === || ARCHITECT.
R ELECTRICAL
s - , b T 44 POST [ ED1.01  |ELECTRICAL DEMOLITION PLAN | 5/19/26
n ROOM NAME EQUIPMENT / WINDOW/ . | GRADE
AT/ DETAIL TAG ROOM TAG ACCESSORY TAG @ STOREFRONT TAG ey ki ELECTRICAL
=t ) \ﬁ@ﬁ :‘ﬁ@ﬁ@ﬁ@ﬁ@ﬁ@ﬁ@ﬁ% Qﬁ@ﬁ\ E0.01 ELECTRICAL LEGEND AND SCHEDULES 5/19/26
! ! © IEIEIEETEE ===l E0.02 ELECTRICAL SCHEDULES 5/19/26
! ! ™ ] E‘Qﬁ\ | *‘Qﬁ ﬁ@ﬁ E0.03 ELECTRICAL DETAILS 5/19/26
----- R IS === E0.04 FIRE ALARM RISER AND MATRIX 5/19/26
= == E1.01 LOWER LEVEL ELECTRICAL PLAN 5/19/26
E1.02 ELECTRICAL MAIN LEVEL POWER PLAN 5/19/26
E1.03 ELECTRICAL MAIN LEVEL POWER PLAN - ALTERNATE 1 KITCHEN EQUIPMENT 5/19/26
PROJECT CONTACTS E2.02 ELECTRICAL MAIN LEVEL LIGHTING PLAN 5/19/26
E3.02 ELECTRICAL MAIN LEVEL SPECIAL SYSTEMS PLAN 5/19/26 Drawi
rawin
OWNER CONSTRUCTION MANAGER CIVIL ENGINEER ARCHITECT PLUMBING ENGINEER MECHANICAL ENGINEER ELECTRICAL ENGINEER E4.02 ELECTRICAL MAIN LEVEL HVAC EQUIPMENT PLAN 5/19/26 9
E5.01 EXISTING ELECTRICAL RISER DIAGRAM 5/19/26
NEWBERRY COUNTY CLAYTON CONSTRUCTION WK DICKSON & CO., INC. DP3 ARCHITECTS, LTD. DEVITA & ASSOCIATES, INC. DEVITA & ASSOCIATES, INC. DEVITA & ASSOCIATES, INC. E5.02 PROPOSED ELECTRICAL RISER DIAGRAM 5/19/26 TITLE SHEET
1309 COLLEGE STREET 121 VENTURE BLVD # A 5 LEGACY PARK ROAD 15 SOUTH MAIN STREET 33 VILLA ROAD 33 VILLA ROAD 33 VILLA ROAD E5 11 ELECTRICAL PANEL SCHEDULES 5/19/26
P.O. BOX 156 SPARTANBURG, SC 29306 SUITE A SUITE 400 SUITE 300 SUITE 300 SUITE 300
NEWBERRY, SC 29108 GREENVILLE, SC 29607 GREENVILLE, SC 29601 GREENVILLE, SC 29615 GREENVILLE, SC 29615 GREENVILLE, SC 29615 ES 12 ELECTRICAL PANEL SCHEDULES 5/19/26
CONTACT: CONTACT: CONTACT: CONTACT: CONTACT: CONTACT: CONTACT:
CRYSTAL WALDROP JOSH KALE JEFF EDNEY, PE LAUREL GETTY EMILY ZIEGLER, PE EMILY ZIEGLER, PE SHANNON EPPS, PE
T: 803.321.2100 T: 864.576.1901 T: 864.990.0180 T: 864.232.8200 T: 864.232.6642 T: 864.232.6642 T: 864.232.6642
CWALDROP@NEWBERRYCOUNTY.GOV JKALE@CLAYTONCONSTRUCTION.NET JEDNEY@WKDICKSON.COM LGETTY@DP3ARCHITECTS.COM EZIEGLER@DEVITAINC.COM EZIEGLER@DEVITAINC.COM SEPPS@DEVITAINC.COM
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PROJECT ADDRESS

540 BRANTLEY STREET
NEWBERRY, SC 29108

ARCHITECT / ENGINEER OF RECORD

FIRE RESISTANCE RATING REQUIREMENTS (HOURS)

REQUIRED BUILDING SIGNAGE

BUILDING ELEMENT REQUIRED | PROVIDED | CODE SECTION LISTING No. TYPE OF SIGN REQUIRED | CODE SECTION
STRUCTURAL FRAME 0 0 IBC TABLE 601
BEARING WALLS BUILDING
EXTERIOR 0 0 IBC TABLE 601 ACCESSIBLE ENTRANCES Yes IBC SECTION 1112.1
INTERIOR 0 0 IBC TABLE 601 ACCESSIBLE SINGLE USER RESTROOMS No IBC SECTION 1112.1
NON-BEARING WALLS FAMILY OR ASSISTED USE FACILITIES No IBC SECTION 1112.1
EXTERIOR REFER TO FIRE RATING FOR EXTERIOR WALLS AND WALL OPENINGS FLOOR IDENTIFICATION No IBC SECTION 1023.9
INTERIOR 0 0 IBC TABLE 501 LIVE LOAD SIGNS No IBC 106.1
FLOOR CONSTRUCTION 0 0 IBC TABLE 601 NO SMOKING SIGNS Yes IFC 310.3
ROOF CONSTRUCTION 0 0 IBC TABLE 601 OCCUPANT LOAD SIGNS Yes IBC SECTION 1004.9 - REQUIRED FOR ASSEMBLY OCCUPANCIES
VERTICAL SHAFT CONSTRUCTION 0 0 IBC SECTION 713
DIRECTIONAL SIGNS
AT INACCESSIBLE ENTRANCES Yes IBC SECTION 1111.2
AT INACCESSIBLE PUBLIC RESTROOMS No IBC SECTION 1111.2
FIRE PROTECTION / LIFE SAFETY SYSTEMS AT INACCESSIBLE EXITS OR EXIT STAIRWAYS No IBC SECTION 1111.2
IFE SAFETY SYSTEM REQUIRED | CODE SEGTION TO FAMILY OR ASSISTED USE FACILITIES No IBC SECTION 1111.2
MEANS OF EGRESS Yes IBC SECTION 1009.10
EGRESS
EMERGENCY VOICE/ALARM COMMUNICATION SYSTEM YES IFC SECTION 907 EGRESS AND EGRESS ROUTES
EMERGENCY ALARM SYSTEM YES IBC SECTION 908 AND IFC SECTION 908 AREA OF REFUGE No IBC SECTION 1009.9
EMERGENGY LIGHTING VES BC SECTION 1008 EVACUATION DIAGRAMS Yes IFC SECTION 403
TWO WAY COMMUNICATION SYSTEM VES BC SECTION 10098 DELAYED EGRESS LOCK SIGNS Yes IBC SECTION 1010.1.9.8
SANIC HARDWARE VES BC SECTION 1010110 ELEVATOR EMERGENCY SIGN No IBC SECTION 3002.3
EXIT SIGNS VES BC SECTION 1013 LOCKS ON EGRESS SIDE OF DOORS No IBC SECTION 1010.1.9.4
LUMINOUS EGRESS PATH MARKINGS NO IBC SECTION 1025
FIRE DEPARTMENT AND SUPPRESSION
FIRE ELECTRICAL ROOM SIGN Yes IFC 604.3.1
FIRE WALLS NO IBC SECTION 706 AND CHAPTER 5 FIRE PROTECTION EQUIPMENT Yes IFC 509
FIRE BARRIERS NO IBC SECTION 707 AND CHAPTER 4 FIRE DEPARTMENT CONNECTIONS Yes IFC 912.5
FIRE PARTITIONS NO IBC SECTION 708 FIRE DOORS Yes IFC 705.2.2
HORIZONTAL ASSEMBLIES NO IBC SECTION 711 FIRE CABINETS Yes IBC 905.7.1
FIRE BLOCKING NG BC SECTION 718 HAZARD IDENTIFICATION No IFC 5003.5
DRAFTSTOPPING NO IBC SECTION 718 RATED BARRIERS No IBC 703.7
FIRE ALARM SYSTEM YES IBC SECTION 907 AND IFC SECTION 907
CARBON MONOXIDE DETECTION YES IBC SECTION 915
SMOKE
SMOKE BARRIERS NO IBC SECTION 709 AND CHAPTER 4
SMOKE PARTITIONS NO IBC SECTION 709 AND CHAPTER 4
SMOKE CONTROL SYSTEM NO IBC SECTION 909 AND CHAPTER 5
SMOKE AND HEAT VENTS NO IBC SECTION 910 AND IFC SECTION 910
SUPPRESSION
SPRINKLER SYSTEM YES IBC SECTION 903 AND IFC SECTION 903
OTHER SUPPRESSION SYSTEMS NO IBC SECTION 904 AND IFC SECTION 904
STANDPIPE NO IBC SECTION 905 AND IFC SECTION 905
PORTABLE SUPPRESSION SYSTEMS YES IBC SECTION 906 AND IFC SECTION 906
FIRE DEPARTMENT CONNECTION YES IBC SECTION 912

INTERIOR FINISH REQUIREMENTS BY OCCUPANCY

DISCIPLINE DESIGNER OF RECORD LICENSE TELEPHONE NUMBER
CIVIL ENGINEER JEFFERY HOYLE EDNEY 23511 864.990.0180
ARCHITECT MICHAEL T. PRY 04570 864.232.8200
PLUMBING ENGINEER EMILY ZIEGLER 40574 864.232.6642
MECHANICAL ENGINEER EMILY ZIEGLER 40574 864.232.6642
ELECTRICAL ENGINEER SHANNON L. EPPS 22785 864.232.6642
ADMINISTRATION
BUILDING REVIEW AGENCY NEWBERRY COUNTY ZONING SETBACKS:
OFFICIAL KATIE WERTS FRONT: 50'-0"
PHONE NUMBER 803.321.2166 SIDE: 70"
REAR: 20'-0"
TAX MAP NUMBER: 343-8-8-21
ZONING CLASS: GENERAL COMMERCIAL FLOOD ZONE: NO
ALLOWED HEIGHT: 60'-0" WETLANDS: NO
ALLOWED STORIES: 2 FIRE DISTRICT: NO
DARK SKY REQUIREMENTS: NO
OVERLAY DISTRICT: N/A CLIMATE ZONE: 3A
PROJECT DESIGNED IN ACCORDANCE WITH
CODE VERSION
INTERNATIONAL BUILDING CODE 2021 EDITION
INTERNATIONAL MECHANICAL CODE 2021 EDITION
INTERNATIONAL PLUMBING CODE 2021 EDITION
NATIONAL ELECTRICAL CODE 2020 EDITION
INTERNATIONAL FIRE CODE 2021 EDITION
NFPA LIFE SAFETY CODE 2021 EDITION
INTERNATIONAL ENERGY CONSERVATION CODE W/ ASHRAE / IES 90.1-2009 2009 EDITION
INTERNATIONAL FUEL GAS CODE 2021 EDITION
ACCESSIBILITY CODE ANSIA117.1 2017
USE AND OCCUPANCY INFORMATION
ITEM DESCRIPTION PROVIDED CODE SECTION COMMENTS
CONSTRUCTION CLASSIFICATION V-B IBC SECTION 602
SINGLE OCCUPANCY OR MAIN OCCUPANCY GROUP E IBC SECTION 302
MIXED USE AND OCCUPANCY YES IBC SECTION 508
OCCUPANCY GROUPS (ALL) E,B,A3,S2 | IBCSECTION 302
ACCESSORY OCCUPANCIES YES IBC SECTION 508.2
NONSEPARATED YES IBC SECTION 508.3 | *
SEPARATED NO IBC SECTION 508.4
INCIDENTAL USE AREA SEPARATION NO IBC SECTION 509
HAZARDOUS MATERIALS NO IBC SECTION 414
ALLOWABLE HEIGHTS AND BUILDING AREAS (REF. IBC TABLES 504.3, 504.4, 506.2)
CONSTRUCTION MAX. HEIGHT (FT) NO. OF STORIES AREA PER FLOOR
OCCUPANCY TYPE ALLOWED | PROVIDED | ALLOWED |PROVIDED ALLOWED (Aa) | PROVIDED
A3 V-B SPRINKLERED 60' 25' 2 1 24,000 SF 12,287 SF
B V-B SPRINKLERED 60' 25' 3 1 36,000 SF
E V-B SPRINKLERED 60' 25' 2 1 38,000 SF
S-2 V-B SPRINKLERED 60’ 25' 3 1 40,500 SF

* THE ALLOWABLE BUILDING HEIGHTS AND AREAS ARE BASED ON THE MOST RESTRICTIVE ALLOWANCES FOR THE OCCUPANCY GROUPS

UNDER CONSIDERATION FOR THE BUILDING CONSTRUCTION TYPE

ALLOWABLE AREA (A2) DETERMINATION CALCULATION

It AREA FACTOR INCREASE DUE TO FRONTAGE

Ir = (F/P - 0.25) * W/30 F BUILDING PERIMETER THAT FRONTS A PUBLIC WAY OR OPEN SPACE
— A an . P PERIMETER OF ENTIRE BUILDING
0= (0°70"-0.25) (0"/30) W WIDTH OF PUBLIC WAY OR OPEN SPACE

A CALCULATED ALLOWABLE ARE
Aa=Ac+ (NS * I) A

0SF=0SF+ (0SF* 0)

A

TABULAR ALLOWABLE AREA (TABLE 506.2)
NS TABULAR ALLOWABLE AREA FOR NON-SPRINKLERED (TABLE 506.2)

Sa NUMBER OF BUILDING STORIES ABOVE GRADE PLANE

OCCUPANT LOADS
IBC TABLE 1004.5

ROOM/AREA FUNCTION OF SPACE | LOAD FACTOR OCCUPANTS
MAIN FLOOR
DRY STORAGE ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
FIRE RISER ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
MECH/ELEC ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
STORAGE ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
STORAGE / UTILITY ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
STORAGE/UTILITY ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
SUPPLY/STORAGE ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
UTILITY ACCESSORY STORAGE/MECHANICAL ROOM 300 GROSS 1
CORRIDOR - CENTRAL BUSINESS 150 GROSS 11
CORRIDOR - NORTH BUSINESS 150 GROSS 9
MEN BUSINESS 150 GROSS 3
OFFICE - BACK OF HOUSE BUSINESS 150 GROSS 6
OFFICE - FRONT OF HOUSE BUSINESS 150 GROSS 2
WOMEN BUSINESS 150 GROSS 1
CLASSROOM EDUCATIONAL - CLASSROOM AREA 20 NET 178
KITCHEN KITCHEN - COMMERCIAL 200 GROSS 4
SCOPE OF WORK 222
MAIN FLOOR 222

REFER TO LS1.2 LIFE SAFETY PLAN FOR ARRANGMENT OF EXITS, EXIT CAPACITY AND TRAVEL DISTANCE

IBC TABLE 803.13
INTERIOR EXIT COORIDORS AND
STAIRWAYS, RAMPS AND | ENCLOSURES FOREXIT | ROOMS AND ENCLOSED

GROUP SPRINKLERED PASSAGEWAYS ACCESS SPACES INTERIOR FLOOR FINISH

ASSEMBLY - A3 Yes B B C DOC FF-1"PILL TEST"

BUSINESS - B Yes B C C DOC FF-1"PILL TEST"

EDUCATIONAL - E Yes B C C DOC FF-1"PILL TEST"

STORAGE - S2 Yes C C C DOC FF-1"PILL TEST"
OCCUPANCY WATER CLOSETS LAVATORIES BATHTUB/ | DRINKING | SERVICE

TYPE LOAD MALE FEMALE UNISEX* MALE FEMALE UNISEX* | SHOWER | FOUNTAIN SINK

RQ | PV |UR|RQ | PV | RQ|PV | RQ|PV | RQ|PV | RQ|PV | RQ|PV | RQ| PV |RQ]| PV

E 222 (11IM | 111F) | 2.22 | 2 3 |22 5 0 0 |222] 4 [222| 4 0 0 0 0 3 4 1 1

SCOPE OF WORK
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ARRANGEMENT OF EXITS
DIAGONAL DISTANCE APART
FLOOR DISTANCE MIN. ALLOWED | PROVIDED
CAFETERIA 70'-6" 23'-6" 27 -5"
RENOVATED 201"'-10" 67'-3" 125'-1"

TRAVEL
PATH DISTANCE COMMENT
Seal
1 112'- 0" MAX T.D. FOR EDUCATION IS 250' TO THE
CLOSEST EXIT (IBC 1017.2)
2 63' - 4" MAX T.D. FOR ASSEMBLY IS 250' TO THE
CLOSEST EXIT (IBC 1017.2)
3 84'-1" MAX T.D. FOR BUSINESS IS 300' TO THE
CLOSEST EXIT (IBC 1017.2)

RAISED CHARACTER EXIT SIGNS

A. TACTILE EXIT SIGNAGE SHALL BE LOCATED AT EACH EXIT DOOR
REQUIRING AN EXIT SIGN, EXIT STAIRWAY OR RAMP, EXIT
PASSAGEWAY, EXIT DISCHARGE AND SHALL STATE: EXIT.

B. REQUIRED SIGNS SHALL BE LOCATED AND OF SUCH SIZE,
DISTINCTIVE COLOR, AND DESIGN THAT IT IS READILY VISIBLE
AND SHALL PROVIDE CONTRAST WITH DECORATIONS,INTERIOR
FINISH, OR OTHER SIGNS

C. SIGNS TO BE MOUNTED ON WALL ADJACENT TO LATCH SIDE OF
DOOR. IF NO WALL SPACE IS AVAILABLE ADJACENT TO THE
DOOR, THE SIGN SHALL BE MOUNTED ON THE NEAREST
PERPENDICULAR WALL TO THE LATCH SIDE OF THE DOOR.

D. TACTILE SIGNAGE SHALL COMPLY WITH ICC/ANSI A117.1

28 MAY 2026
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SHALL BE INSTALLED SO THAT THE HANDLE OF THE
EXTINGUISHER IS NOT MORE THAN 5 FEET ABOVE THE FLOOR.
EXTINGUISHERS HAVING A WEIGHT OF MORE THAN 40 POUNDS
SHALL BE INSTALLED SO THAT THE TOP OF THE EXTINGUISHER IS
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ALL DIMENSIONS SHOWN ARE TO EDGE OF PAVEMENT, TO CENTERLINE OF STRIPING, TO PROPERTY LINE,
OR CORNER UNLESS OTHERWISE SPECIFIED.

ALL PAVEMENT MARKINGS AND ROADWAY SIGNAGE SHALL MEET ALL REQUIREMENTS OF THE FHWA
MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES, SCDOT, AND CITY OF NEWBERRY.
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